Born of the fusion of two ideas, the name Altoria combines the concept of height (alto) with its location in Old Montréal’s Square Victoria. Altoria is one of the tallest and most innovative office and residential buildings within the city’s International Quarter.

The Altoria/AIMIA Tower is a 35-story, mixed-use skyscraper located in the Quartier-International district of Old Montréal, Quebec, Canada. The 523,000 ft² (48,588 m²) building offers more than 230,000 ft² (21,368 m²) premium office space, spread over 10 stories (AIMIA Tower), a 25-story residential condominium (Altoria Tower), and five floors of underground parking.
Tower Description

The floor-to-ceiling windows and spacious balconies of the condos offer homeowners panoramic views of Old Montréal, the St. Lawrence River, and Mont Royal. Because of this floor-to-ceiling glazing, the design team had to go beyond standard concepts to recover heat in Montréal’s cold climate with nearly 8,000 heating degree days (°F).

The design team used a method its firm developed where mechanical costs were discussed upfront for every aspect of the developer’s vision while it worked on the design with the associated costs already known. This helped to eliminate financial surprises upon completion.

The mechanical concept transfers energy that in most buildings would be wasted, extracts energy from the geothermal wells, and then relies on high-efficiency equipment to meet the remaining heating and cooling requirements.

These complex mechanical systems were pulled together easily by the energy management and control system (EMCS). During commissioning and throughout the warranty period, the design team constantly monitors the system’s operation and can tweak settings to increase efficiency.

The building sits on top of the city’s Metro system, as well as Montréal’s underground city, which comprises 20 miles (32 km) of tunnels, and interconnects much of Montréal’s downtown core. This complicated the structure, construction, and possible size of the geoxchange system.

Project Description

Altoria/AIMIA combines the elegance of a modern glass tower and the energy efficiency of a LEED Gold project.

Most Canadian projects focus on optimizing the heating systems and heat recovery as the heating season is long and energy intensive. On this mixed-use project, the synergies between an exothermic office space and residential spaces operating 24 hours a day were maximized.

Heat recovery is prioritized on heat from toilet, dryer, and general exhausts. The recovered heat is used to heat the following systems:

• Office perimeter zones;
• Residential hydronic thermal loop;
• Preheat domestic hot water;
• Outdoor swimming pool (used from May through October); and/or
• Parking garage.

When additional heat is available, it is stored directly in the ground via a partial geoxchange system comprising 15 vertical closed loop wells of 500 ft (152 m). Only once all the immediate heating needs are met and the geothermal wells have stored what they can, the remaining heat is then rejected from the office hydronic thermal loop via evaporative fluid coolers and from the residential hydronic thermal loop via a heat exchanger coupled with an open cooling tower.

Whenever additional heat is required beyond what the geoxchange system can provide (this usually will occur when the outdoor temperatures drop below 23°F [-5°C]), two condensing boilers and an off-peak electrical boiler add the required heat to the loop.

Connected to this thermal loop are distributed hybrid heat pumps (HHP), which are used to heat and cool the office spaces as well as the condo units. These HHPs use compressors with flooded condensers in cooling mode, but use a direct water heating coil for heating (i.e., no compressor energy to provide heat—just like a conventional fan coil).

Main Energy-Efficiency Components

Geoexchange

Given the small footprint of the building, it was never a goal to make the geoxchange system the primary source of heating and cooling, but rather to be a system that would run at 100% capacity as often as possible in order to maximize its efficiency and use. A bank of water-to-water heat pumps (WWHPs) are used to extract heat from the 15 wells in heating season. However, the WWHPs are

Altoria/AIMIA

Tower

Offices and Residential Condominiums

Location: Montréal
Owner/Developer: Kevric Real Estate Corporation
Principal Use: Residential/commercial
Includes: Offices and residential condos
Employees/Occupants: Approximately 1,500
Gross Square Footage: 523,000
Substantial Completion/Occupancy: June 1, 2014
Occupancy: AIMIA 70%, Altoria 95%
National Distinctions/Awards: AIMIA – LEED Canada CS Gold; Altoria – anticipating LEED Canada NC Silver
bypassed in heat rejection mode, with the thermal fluid going directly into the wells (Figure 1).

### Extensive VFD Use
Nearly all ventilation systems and most of the pumps are designed to be variable volume with variable frequency drives.

### Demand Ventilation in Garage
The garage ventilation systems are operated to maintain low carbon monoxide (CO) levels in the parking and are designed to be variable volume to avoid over ventilating the garage in CO purge mode. In practice, we are able to maintain negative pressure in the garage and negligible CO levels with optimal fan operation, which is aligned with our overall energy saving strategy.

### Outdoor Air (OA) Energy Recovery
The main OA systems for the office and condo towers use aluminum mass regenerative technology to preheat and precool the fresh air with the toilet and general exhaust as the energy sources. This technology offers up to 89% nominal heat recovery efficiency (sensible and latent).

Dryer exhaust for the condo tower uses fan wall technology for low turndown ratio and increased efficiency; this fan wall system is coupled to a WWHP to recuperate energy from hot and humid air back to the condo’s hydronic thermal loop when required (Figure 2).

### Independent Loops
Three low-temperature hydronic thermal water loops connected to each other and serving distinct areas are designed to transfer heat among them:
- **Offices’ hydronic thermal water loop.** On every floor, each façade has its own hybrid heat pump (HHP), and the core has two cooling-only HHPs; all HHPs are variable airflow with a VFD and multistage compressor. Excess heat is first rejected to the geothermal wells and then rejected from the loop via evaporative fluid coolers.

At very low outdoor temperatures, two condensing boilers add heat to the loop.
- **Condos’ hydronic thermal water loop.** Every condo has at least one HHP to meet heating and cooling requirements. All HHPs are connected to the condos’ water loop. Excess heat is rejected from the loop via a heat exchanger coupled to an open cooling tower. At very low outdoor temperatures, a condensing boiler adds heat to the loop.
- **Garage loop.** It connects directly to the office loop, and services the heating fan coils, OA heating systems, as well as connects to the geoexchange system.

### Energy Monitoring
The project included an extensive measurement and verification (M&V) plan to track the energy used by the various entities in this mixed-use building. Where feasible, the team also monitors the energy consumption of the pumps and fans via the EMCS to see where the electrical power is used by the HVAC system (Figure 3).

### Indoor Air Quality
The Alpertia/AIMIA tower was designed to meet ASHRAE Standard 62.1-2010 and ASHRAE Standard 55-2010 requirements.

Outdoor air that is brought to the office building is controlled and metered via the EMCS. All outdoor air systems serving occupied spaces are equipped with
Built to build your business.

The 2016 Mercedes-Benz Sprinter Cargo Van features Best-In-Class cargo room and payload— with towering optional interior standing heights of up to seven feet. The Sprinter’s 5’x8’ load floor offers abundant room for plywood, sheetrock, and other materials, while a standard turbocharged diesel engine delivers up to 18%\(^2\) greater fuel efficiency. And, to protect your business, standard Crosswind Assist\(^3\) helps keep your vehicle on course in strong, gusting winds. To discover better ways to build your business, visit MBVans.com

**THE 2016 SPRINTER CARGO VAN**

**STARTING AT**

$32,495\(^*\)

**SPRINTER WORKER CARGO VAN**

144", LOW ROOF, 4-CYLINDER

Mercedes-Benz
Vans. Born to run.

---

\(^1\) Based on a comparison of the Automotive News classification of full-size commercial vans at time of print. \(^2\) Fuel savings estimate of up to 18% according to FTP75 testing of engine OM651 (4-Cylinder) versus MY’13 OM642 (V6). Individual mileage will vary, based on factors including vehicle load, driving style, road conditions, and fuel quality. \(^3\) Crosswind Assist engages automatically when sensing dangerous wind gusts at highway speeds exceeding 50 mph. Performance is limited by wind severity and available traction, which may vary, and other conditions can affect. Always drive carefully, consistent with conditions. Feature not available on SPC0 models. Options shown. Not all options available in the U.S. Sprinter is the 2016 ALG Residual Value Award winner in the Fullsize Commercial segment. ALG is the industry benchmark for residual values and depreciation data, www.alg.com.
MERV 13 filters. In addition, a demand-controlled ventilation strategy was implemented to allow the optimization of outdoor air treatment in the office tower using CO₂ sensors (in the high occupancy areas and in the return of the HHPs) and variable frequency drives on the dedicated outdoor air systems.

As has become industry standard for a LEED project, all materials, adhesives, sealants, paints, coatings and flooring systems used during construction were low-emitting.

Innovation

The integrated design approach adopted in this project fostered innovation at different aspects of the building construction. The most prominent HVAC innovations in this project are:

- The optimization of the HVAC infrastructure by using nonconventional water temperature differentials and mono-pipe risers to optimize pumping power and piping network’s first cost (which resulted in a measured average of 0.6 gpm/ton for over 8,000 hr/yr);

- When the office loop is in heat rejection mode, all heat is made available to residential tower loop, as well as the outdoor pool heater, domestic hot water (DHW) preheat systems and the parking garage loop.

- Maximizing the use of recovered heat and heat extracted from geothermal wells, then using the excess heat among the three hydronic thermal water loops;

- The extensive monitoring and metering of recovered heat and energy transferred between different hydronic thermal water loops for tenants and billing accordingly; and

- The heating by hybrid heat pumps (HHP) that transfer heat to zones via a hot water coil instead of the conventional water source heat pumps (WSHP) that transfer heat by using the compressors.
Petra Quality HVAC Equipment

Petra Air Side Units

Petra provides a wide range of air side products with advanced integrated controls

See Us at ISK-SODEX 2016 in Istanbul, Hall 2 Stand C14

For more details and information on Petra HVAC equipment please visit our website.

www.info.hotims.com/60095-36
Operation and Maintenance

Since all HVAC equipment is centralized with the EMCS, the building’s operation is fully automatic with no intervention required other than regular maintenance.

Several key trends were programmed during commissioning to follow up on system performance and to measure the heat recovery and transfer. These trends were analyzed on a monthly basis during the first year of operation and allowed several parameters and setpoints to be optimized.

A comprehensive M&V plan is used to monitor energy consumption at every mechanical system and meter the energy transfer between the offices and residential towers and the offices and the parking garages. The owners are using the EMCS for tenants’ energy billing.

The project achieved LEED CS EA Cr5 (measurement and verification) and LEED NC EA Cr5.2 (tenant submetering).

Energy and Economic Benefits

This high-rise building is designed to exceed Canada’s Model National Energy Code for Buildings (MNECB) by 30% for the office tower and by 38% for the residential tower, despite a nearly 90% window to wall ratio.

On top of energy cost savings, the selected concept and decentralized HVAC equipment required less room than traditional centralized systems, creating more floor space and higher ceilings, eliminating rooftop chillers, and reducing structural requirements. Table 1 lists the energy and cost savings of the project with respect to the MNECB.

<table>
<thead>
<tr>
<th>Table 1: Projected financial highlights.</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>SUMMARY OF ENERGY &amp; COST PERFORMANCE</strong></td>
</tr>
<tr>
<td><strong>PROPOSED BUILDING</strong></td>
</tr>
<tr>
<td><strong>OFFICE TOWER</strong></td>
</tr>
<tr>
<td>Electricity</td>
</tr>
<tr>
<td>Natural Gas</td>
</tr>
<tr>
<td>Total</td>
</tr>
<tr>
<td><strong>CONDO TOWER</strong></td>
</tr>
<tr>
<td>Electricity</td>
</tr>
<tr>
<td>Natural Gas</td>
</tr>
<tr>
<td>Total</td>
</tr>
</tbody>
</table>

30% for the office tower and by 38% for the residential tower, despite a nearly 90% window to wall ratio.
THE BLUE DUCT®
Underground Preinsulated Duct System

Go Underground with Confidence

The BlueDuct® is the only proven, direct-burial underground duct system. Self-insulated, it includes plenums, run-outs, diffuser boots—all of the components for a complete system up to the finished floor.

- Fast and easy installation
- Won't corrode, mold, leak, rust or crush
- Durable, advanced high-density polyethylene
- Meets U.S. code standards for underground ductwork
- Long-lasting, problem-free

Q DUCT™
Outdoor Preinsulated Duct System

Outdoor Duct Made Easy

Durable, yet lightweight and virtually maintenance free, Q Duct™ is engineered to endure outdoor environments. Delivered preassembled ready for installation, Q Duct contains two layers of UL 181 Pal phenolic core, faced on both sides with coated aluminum and a multilayered laminate jacketing material.

- Meets UL 181 and ASTM E84 flame and smoke requirements, 25/50
- Corrosion, mold and mildew resistant
- Self-insulated—no need for insulation subcontractors
- Engineering CAD services

Request a Sample Today!
aqcind.com/duct
The Office Tower’s real energy consumption and spending during the first year of operation was 60.3 kBtu/ft² (684.8 MJ/m²) and CAN$1.22/ft² (CAN$13.13/m²) (June 2014 to May 2015). This rough data taken from the utility bills does not include weather normalization and occupancy rates or miscellaneous additional loads that may not be modeled in the energy simulation. That year, Montréal experienced the coldest winter in 150 years; Operating cost are expected to decrease in the second year of operation as the office portion becomes fully occupied. Then, heat generated by human and business activities can be harvested and transferred to those systems providing heating whenever it is required.

Altoria Tower’s real energy consumption and spending in the first year is not relevant because of the low occupancy rate, although 80% of condos are sold.

Environmental Impact

Due to the efficiency of the mechanical systems installed, the overall project has avoided the emission of more than 343 tons of CO₂ into the atmosphere per year, the equivalent of planting 8,780 trees or removing 73 medium cars from the road. This avoided emissions are associated with the gas energy savings. However, the electrical energy savings, 48% of the total energy savings, has no direct avoided emissions in Quebec since electricity is mostly produced by hydro-electrical plants.

If we consider the Canadian average emissions factor (0.22 kg CO₂/kWh), the electrical energy savings of the project avoids the emissions of an additional 382 tons of CO₂, the equivalent of planting an additional 9,800 trees or removing an additional 81 medium cars from the road.

In addition to avoided GHG emissions, the project consumes 38% less potable water (for irrigation and sewage conveyance) than it would have consumed if the building was not designed to meet CaGBC LEED NC – WE Cr1 & CaGBC LEED NC – WE Cr2.

Conclusion

The Altoria/AIMIA tower proves it is possible to design a mixed-use skyscraper with a 90% window-to-wall ratio in a cold climate and still achieve outstanding efficiency.
JUST WHAT THE DOCTOR ORDERED.

VENTUS LUX is an innovative new concept combining light and climate control in one. The perfect energy-efficient solution for offices, reception areas, waiting rooms and more.

ShowMeTheSolution.com

www.info.hotims.com/60095-48